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WATER SERVICES PARTS FOR ACP & DIP
Saddles (3/4" & 1" Services):

4" - Mueller or Approved equadl

6" - Mueller or Approved equadl

8" - Mueller or Approved equal

2" - Mueller or Approved equal
Corp. Stop (3/4" and I'" Services):

.P. by Copper Flare - Mueller or
Approved equal

Straight Meter Coupling With Meter
Swivel Nut - Mueller or
Approved equal

NOTE:

Copper Service Pipe Shall Meet A.S.T.M.
Spec. B-88 Type K, AllNew Services
shallbe Installed with Copper only.

New Water Service Tap and/or Water
MeTer shallnoT be Installed within a
Driveway Entrance.
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